G33 Appendix 1- ASBESTOS ALERT FOR MAINTENANCE WORKERS

ASBESTOS DUST KILLS

Thousands of people die each year in the UK from asbestos-related diseases, because they inhaled asbestos dust many years ago.  Victims include people who worked in the building trades, such as Joiners, Plumbers, and Electricians etc.  There is no cure for these diseases and if you undertake maintenance, repair or refurbishment works on older buildings, you could be at risk.

THE DANGER

Thousands of tons of asbestos are still in place in older buildings.  The danger to you comes from drilling, cutting, sanding or disturbing materials made from asbestos and breathing in the dust.

YOU WILL FIND ASBESTOS

· as a sprayed insulating coating on steelwork and concrete etc

· as lagging on pipes and boilers etc

· as insulation board in walls, on doors and ceilings

· as asbestos cement for roof and wall coverings, pipes and tanks etc

· as asbestos textiles, gaskets, ropes and woven textiles

· in some decorative plasters, e.g. old 'Artex' 

WHAT YOU SHOULD DO

· Ask whether there has been a check for asbestos where you are working?  

· If there hasn’t been a check, treat any insulation or insulating board etc as asbestos. 

·  If you are uncertain how to proceed, stop work and seek advice.  

· Use the safe work methods and equipment your employer provides. 

·  Prevent asbestos dust being released or keep it to as low a level as possible.

·   Make sure that it does not spread to affect other people.

SOME GOOD WORK PRACTICES

You must not disturb any confirmed or presumed asbestos materials without an assessment being carried out by your manager or supervisor.  

Some low risk materials can be worked on after an assessment and by following the precautions set out in the HSE’s ‘Asbestos Essentials – Task Manual’.  Some of the basic precautions required are:

· Keep asbestos materials (including waste) damp while you are working on them.

· Don’t use power tools on asbestos materials; they create dust.  Use hand tools instead.

· Use a suitable mask (respirator) when you can’t avoid creating dust.  Don’t breathe it in.  You can’t see harmful asbestos fibres when they are in the air.

· Clean up asbestos dust as you go with a ‘Type H’ vacuum cleaner. Don’t use brooms or brushes.

· Double bag asbestos waste before it dries in heavy duty polythene bags.  Label the outer one to show it contains asbestos. 

· Wash before meals and before you go home.

· Don’t take protective clothing contaminated with asbestos home for washing: your boss should send it to a specialist laundry.

FURTHER INFORMATION

Your Manager should provide you with proper information and training for working with asbestos.
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Executive Summary 
 
The purpose of this executive summary is to summarise the most important information 
detailed in this asbestos management plan. 
 
All those who have responsibilities for the repairs and maintenance in a building have 
duties under the Control of Asbestos Regulations 2012 to ensure the safe management 
of asbestos within that building.  These duties and responsibilities are outlined in Section 
1 of this report. 
 
The table below details the locations of all the asbestos containing materials (ACMs) 
identified in your property.  More detailed information on each ACM can be found in the 
survey data sheets in Appendix 1 and the site diagrams in Appendix 2. 
 
 


ACM 
Ref. No: 


Description of Asbestos 
Containing Material 


Location Overall 
Risk Rating 


 
No asbestos containing materials 


have been identified in your premises. 
 


 
It is important to understand that although no ACMs have currently been identified 
in your premises this does not guarantee that there are no ACMs present. 
 
An Asbestos Management Survey, formerly known as a Type 2 Asbestos Survey, is the 
standard survey.  Its purpose is to locate, as far as reasonably practicable, the presence 
and extent of any suspect ACMs in a building which could be damaged or disturbed during 
normal occupancy and to assess their condition.  There are many limitations to what areas 
of a building can and cannot be inspected during this type of survey, mainly due to health 
and safety reasons, or to the fact that gaining access would cause an unreasonable 
amount of damage. 
 
Although no ACMs have been identified in your premises it is still a mandatory requirement 
that Refurbishment & Demolition (R&D) Asbestos Surveys, formerly known as Type 3 
Asbestos Surveys, be carried out before any refurbishment or demolition work takes place.  
This type of survey is used to locate and describe, as far as reasonably practicable, all 
ACMs in the area where the refurbishment work will take place or in the whole building if 
demolition is planned.  The survey will be fully intrusive and involve destructive inspection, 
as necessary, to gain access to all areas, including those that may be difficult to reach.   
 
 







Example LCC Office Building                                                                Asbestos Management Plan 
(No Asbestos Identified in Building) 


 Report Reference No: *******/AMP/2021 


Guidance on managing asbestos in your premises is detailed in Section 5 of this report.  
This section contains specific information on the following asbestos management 
procedures: 
 


 Monitoring the condition of the ACMs 
 Warning Signs / Labels 
 Contractor Management 
 Communication with Building Occupiers 
 Asbestos Removal / Remedial Work 
 Emergency Procedures 
 Appointment of a Site Base Responsible Person / Compliance Officer 


 
 
It is very important that you make yourself familiar with your duties outlined in this section, 
particularly those regarding monitoring the condition of the ACMs and contractor 
management.  Record sheets to aid you in compliance with your duties are provided in 
Appendices 3 and 4. 
 
Please note that it is very important that any contractor’s visiting site MUST before 
they start any work sign the contractor’s record sheet in Appendix 4 to 
acknowledge that they have both read and understood the contents of this 
Asbestos Management Plan.  
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1.   Introduction 
 
1.1 Purpose 
 
1.1.1 The primary purpose of this Asbestos Management Plan (AMP) is: 
  


 To ensure the safe management of asbestos within properties under the control of 
Lincolnshire County Council (LCC); 


 
 To prevent exposure to airborne asbestos fibres now and in the future and to 


reduce the risk of inadvertent exposure; 
 


 To ensure compliance with the Control of Asbestos Regulations 2012 (CAR 2012). 


 
 
1.2 Background Information 
 
1.2.1 Large amounts of asbestos containing materials (ACMs) were used for a wide 


range of construction purposes in the UK from the 1950s through to the mid-1980s.  
By 1999 the importation, supply and use of all forms of ACM had been banned, 
with the exception of a few specialised applications.  Much of the asbestos is still 
in place.  Any buildings built or refurbished before the year 2000 may therefore 
contain asbestos. 


 
1.2.2 Although asbestos is a hazardous material, it can only pose a risk to health if the 


asbestos fibres become airborne and are then inhaled.  ACMs only release fibres 
into the air when they are disturbed.  Breathing air containing asbestos fibres can 
lead to asbestos-related lung diseases, mainly cancers, which kill more people 
than any other single work-related illness.  Past exposure to asbestos currently 
kills around 4500 people a year in Great Britain.  Workers who carry out building 
maintenance and repair are particularly at risk. 


 
1.2.3 Further detailed information on the health effects of asbestos, the different types 


of asbestos and where asbestos is commonly used in buildings can be found on 
the Health & Safety Executive (HSE) website.  The website address is 
www.hse.gov.uk/asbestos. 
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1.3 Who is this AMP for? 
 
1.3.1 This AMP is for anyone who is responsible for maintenance and repairs in a 


building, which may contain asbestos.  The duty to manage asbestos is a 
requirement of Regulation 4 of the Control of Asbestos Regulations 2012.  You are 
a dutyholder if: 


 
 You own the building; 
 You are responsible through a contract or tenancy agreement; 
 You have control of the building but no formal contract or agreement; or 
 In a multi-occupancy building, you are the owner and have taken responsibility 


for maintenance and repairs for the whole building. 
 
1.3.2 The legislation affects all non-domestic buildings, whatever the type of business.  


It also affects the common areas of domestic buildings, e.g. halls, stairwells, lift 
shafts and roof spaces.   


 
1.3.3 If you are not the dutyholder but have information about the building, you must co-


operate with the dutyholder, e.g. leaseholders must allow managing agent’s 
access for inspection. 


 
1.4 What does the duty to manage asbestos involve? 
 
1.4.1 The duty to manage asbestos requires those in control of premises to: 
 


 Take reasonable steps to determine the location and condition of materials 
likely to contain asbestos; 


 Presume materials to contain asbestos, unless there are good reasons not to 
do so; 


 Make and keep an up-to-date record of the location and condition of the ACMs 
or presumed ACMs in your premises; 


 Assess the risk of the likelihood of anyone being exposed to fibres from these 
materials; 


 Repair, seal or remove ACMs if there is a risk of exposure due to their condition 
or location; 


 Maintain ACMs in a good state of repair and regularly monitor their condition; 
 Set up a system for providing information on the location and condition of the 


ACMs to anyone who is liable to work on or disturb them; 
 Prepare a plan that sets out in detail how the risk is going to be managed; 


Take the steps needed to put the plan into action; 
 Review and monitor the plan at regular intervals and make changes if 


circumstances change. 
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1.4.2 It needs to be emphasised that in accordance with current legislation and HSE 
guidance there is no specific requirement on LCC to automatically remove ACMs.  
If the asbestos materials are in good condition and will not be disturbed then they 
do not pose a risk to health and it’s usually considered safer to manage them in 
situ.  


 
1.5 Responsibilities 


 
1.5.1 All those who have responsibilities for the repairs and maintenance in a building 


will have responsibilities under the Control of Asbestos Regulations 2012 but the 
extent is determined by the degree of control the individuals have for this type of 
work. 


 
1.5.2 Lincolnshire County Council are responsible for the following: 
 


 Making funds available to enable VINCI Facilities Partnerships Ltd to arrange for 
the necessary asbestos surveys to be carried out; and carry out any remedial work 
recommended in the surveys or through condition monitoring. 


 
 Ensuring that this AMP is fully implemented throughout all their properties. 
 
 Ensuring that adequate monitoring, audit and review processes have been 


implemented. 
 
 
1.5.3 VINCI Facilities Partnerships Ltd are responsible for the following: 
 


 Ensuring safe systems of work are implemented for maintenance work under their 
control where ACMs are likely to be present. 


 
 Arranging for competent contractors to carry out asbestos surveys of all LCC 


premises where ACMs are likely to be present. 
 
 Arranging for any remedial work recommended in the surveys to be carried out by 


competent contractors. 
 
 Keeping a central register of all asbestos surveys and having working procedures 


to ensure that asbestos risks are properly managed in the work carried out for 
LCC. 


 
 Providing information on the location and condition of ACMs in premises to anyone 


who is liable to work on or disturb them. 
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 Forwarding copies of the asbestos surveys to the persons in charge of the 
premises and bringing to their attention any measures that are required to manage 
the risks from ACMs, such as any measures to prevent disturbance and to monitor 
the condition of ACMs left in situ. 


 
 Monitoring the condition of ACMs left in situ where this cannot be carried out by 


directorates. 
 
 
1.5.4 Building occupiers are responsible for the following: 


 
 Ensuring that any activity that may disturb or damage ACMs is avoided. 
 
 Ensuring that this AMP is kept readily available to provide information on the 


location and condition of any ACMs to anyone who is liable to work on or disturb 
them, including the Fire Service in the event of a fire. 


 
 Ensuring that this AMP is brought to the attention of contractors when they first 


arrive on site to check that their work will not disturb any ACMs present. 
 


 Where disturbance of an ACM is considered necessary further advice should be 
sought from the Kier Construction Asbestos Project Manager working on behalf of 
the VINCI Facilities Partnerships Ltd.  This person shall be referred to as the LCC 
Asbestos Project Manager from this point forward in this AMP. 


 
 The condition of any ACMs identified in the AMP must be monitored to ensure that 


no disturbance has taken place and fibres are not being released.  Any damage to 
an ACM should be reported immediately to the LCC Asbestos Project Manager.  
 


 Co-operating with the LCC Asbestos Project Manager on compliance with all 
duties required under the CAR 2012  


 


 
2.   Types of Asbestos Survey 
 
2.1 There are two types of asbestos survey.  These are: 
 


 Asbestos Management Surveys 
 Refurbishment & Demolition Asbestos Surveys 


 
2.2 Asbestos Management Surveys 
 
2.2.1 An Asbestos Management Survey, formerly known as a Type 2 Asbestos Survey, 


is the standard survey.  Its purpose is to locate, as far as reasonably practicable, 
the presence and extent of any suspect ACMs in a building which could be 
damaged or disturbed during normal occupancy, including foreseeable 
maintenance and installation, and to assess their condition. 
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2.2.2 It is important to understand that an Asbestos Management Survey will not identify 
all ACMs that may be present in your premises.  There are many limitations to 
what areas of a building can and cannot be inspected during this type of survey, 
mainly due to health and safety reasons, or to the fact that gaining access would 
cause an unreasonable amount of damage.  Common areas of a building that will 
not have been inspected include: 


 
 Voids above solid or fixed board ceilings 
 Voids above interlocked or concealed grid suspended ceiling tiles 
 Voids above suspended ceilings overlaid with a thick layer of man made 


mineral fibre (MMMF) blanket insulation 
 Wall cavities 
 Voids beneath solid floors or fixed floor boards 
 Sealed boxed in pipework / services 
 Sealed underfloor service ducts 
 Lift shafts 
 Live plant and machinery, including boilers 
 Live electrical switch gear, including distribution boards and fuse boxes 
 Air conditioning / ventilation ducting 
 Internal linings inside fire doors 
 Floor coverings beneath glued down secondary floor coverings such as 


carpets and linoleum 
 
Please note that this list is not exhaustive and that there are other potential areas 
of a building where access may be limited. 


 
 
2.3 Refurbishment & Demolition Asbestos Surveys 
 
2.3.1 A Refurbishment & Demolition (R&D) Asbestos Survey, formerly known as a Type 


3 Asbestos Survey, is needed before any refurbishment or demolition work is 
carried out.  This type of survey is used to locate and describe, as far as reasonably 
practicable, all ACMs in the area where the refurbishment work will take place or 
in the whole building if demolition is planned.  The survey will be fully intrusive and 
involve destructive inspection, as necessary, to gain access to all areas, including 
those that may be difficult to reach.  An R&D survey may also be required in other 
circumstances, e.g. when more intrusive maintenance and repair work will be 
carried out or for plant removal or dismantling. 


 
2.3.2 It is important to point out that where refurbishment or demolition work is being 


carried out and paid for by LCC through their partner VINCI Facilities Partnerships 
Ltd, that the R&D Asbestos Survey is organised through VINCI Facilities 
Partnerships Ltd.  However, where a LCC site, such as a school, is organising and 
carrying out their own building alterations, using money derived from another 
source, it is the responsibility of the premises to organise their own survey.   Failure 
to organise an R&D Asbestos Survey prior to building alterations being carried out 
often leads to prosecution by the HSE if they visit site during the building work. 


 







Example LCC Office Building                                                                Asbestos Management Plan 
(No Asbestos Identified in Building) 


 Report Reference No: *******/AMP/2021 


3.   Site Specific Asbestos Information 
 
3.1 LCC through either their current representatives, VINCI Facilities Partnerships Ltd, 


or one of their former representatives, HBS or Mouchel, commissioned a Type 2 / 
Asbestos Management survey of your premises which was carried out in 
December 2003.  This report was issued to site and any recommended removal 
work or remedial action was carried out at the time through funds provided by LCC.  


 
3.2 Many of the ACMs identified during the original Asbestos Management Survey 


may have been removed.  Details of any removal or remedial work undertaken in 
a building were usually recorded both on the paper copy of the Asbestos 
Management Survey Report and in the Asset Management computer database 
used at the time, formerly Technology Forge, now Concerto.  A paper copy of the 
updated report was always issued to site. 


 
3.3 The location and extent of the remaining ACMs identified during the Asbestos 


Management Survey are shown by the colour coding and labelling on the site 
diagrams for your premises contained in Appendix 2. 


 
3.4 Photographs of each ACM identified in your premises are shown in the survey data 


sheets contained in Appendix 1.  These sheets contain descriptions of each ACM 
as well as a material risk assessment and a priority risk assessment, both of which 
have been used together to identify a recommended asbestos management 
option. 


 
3.5 The survey data sheets contained in Appendix 1 also contain details of what action 


has been taken regarding the recommended management option and the last date 
on which the condition of the ACM was inspected. 


 
3.6 The site diagrams and survey data sheets contained in this AMP will be used going 


forward to record any changes in the condition of the identified ACMs. 
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4.   Selecting Asbestos Management Option 
 
4.1 The recommended asbestos management option for each ACM has been 


determined using a material assessment score and a priority assessment score, 
both of which are added together to provide an overall risk rating. 


 
4.2 Material Assessment Score 
 
4.2.1 The material assessment looks at the type and condition of the ACM and the ease 


with which it will release asbestos fibres if disturbed.  The algorithm used to score 
the ACM considers four parameters which are: 


 
 product type; 
 extent of damage; 
 surface treatment; and 
 Asbestos type. 


 
4.2.2 Each of the parameters is scored and added to give a total score between 2 and 


12: 
 
 materials with scores of 10 or more should be regarded as high risk with a 


significant potential to release fibres if disturbed; 
 those with a score between 7 and 9 are regarded as medium risk; 
 materials with a score between 5 and 6 are low risk; and 
 scores of 4 or less are very low risk 
 


 
4.2.3 Details on the methodology used to determine the material assessment scores can 


be found in HSE document HSG264 – Asbestos: The survey guide.  
 
 
4.3 Priority Assessment Score  
 
4.3.1 The priority assessment looks at the likelihood of someone disturbing the ACM.  


The algorithm used to score the ACM considers four parameters, which are: 
 
 maintenance activity; 
 occupant activity; 
 likelihood of disturbance; 
 Human exposure potential. 


 
 
4.3.2 Each of the parameters is scored and added to give a total score between 0 and 


12.  ACMs with a higher score have a higher potential to be disturbed.  
 


4.3.3 Details on the methodology used to determine the priority assessment scores can 
be found in HSE document ‘A comprehensive guide to managing asbestos in 
premises’. 
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4.4 Overall Risk Rating  
 
4.4.1 The material assessment and priority assessment scores have been added 


together to provide an overall risk rating for each ACM.  The risk rating categories 
are defined below: 


 
4.4.2 Score of 1 to 6 - Very Low Risk Rating 
 


These ACMs are regarded as having a very low potential to release asbestos fibres 
in their current location and condition.  In general, these ACMs do not require any 
remedial attention.  Their condition should be monitored on an annual basis. 
 


4.4.3 Score of 7 to 12 - Low Risk Rating 
 


These ACMs are regarded as having a low potential to release asbestos fibres in 
their current location and condition.  In general, these ACMs do not require any 
remedial attention.  Their condition should be monitored on an annual basis. 


 
4.4.4 Score of 13 to 18 – Medium Risk Rating 
 


These ACMs are regarded as having a medium potential to release asbestos fibres 
in their current location and condition.  Some remedial action is normally required 
on these ACMs.  The action can be relatively simple, such as encapsulation, 
although in some cases it may be prudent for the ACMs to be removed. 
 


4.4.2 Score of 19 to 24 – High Risk Rating 
 


These ACMs are regarded as having a high potential to release asbestos fibres if 
disturbed and generally require urgent attention.  These materials will either be 
removed or encapsulated as soon as possible. 
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5. Management Options 
 
5.1 Monitoring the condition of the ACMs 
 
5.1.1 ACMs which are in good condition, sealed where appropriate and are unlikely to 


be disturbed are normally left in place.  Often this is a safer option than removal, 
which will result in the ACMs being disturbed.  If they are left in place, the condition 
of the ACMs will have to be monitored regularly and the results recorded. 


 
5.1.2 LCC will send a fully qualified asbestos surveyor to inspect the condition of the 


ACMs in your premises on an annual basis, unless you are informed otherwise.  
This will usually be the LCC Asbestos Project Manager.  The survey data sheets 
and site diagrams in Appendices 1 and 2 will be updated accordingly with the 
results of the visual inspection. 


 
5.1.3 As well as the annual inspection it is the responsibility of an appointed site based 


responsible person / compliance officer to monitor the condition of the ACMs 
identified in this AMP on a more regular basis and report any damage to the LCC 
Asbestos Project Manager. Any deterioration in an ACM can be assessed by 
comparing your visual inspection with the photographs of the ACMs in the survey 
data sheets in Appendix 1. 


 
5.1.4 It is recommended that ACMs which have a LOW or VERY LOW risk rating be 


inspected every 6 months by a site based employee.  The results and date of the 
inspection should be recorded either on the survey data sheets in Appendix 1 of 
this AMP or using the separate ‘Asbestos Condition Monitoring Record Sheet’ 
contained in Appendix 3. 


 
5.1.5 There should be no ACMs on site which have a HIGH risk rating.  ACMs with a 


MEDIUM risk rating should be routinely inspected and a record of this inspection 
recorded at least once every 3 months. 


 
5.1.6 Please note that ACMs which are located inside boilers, electrical switchgear, roof 


voids, high level external areas or other difficult to reach locations such as 
underfloor ducts, do not need inspecting by the site based responsible person / 
compliance officer, who may put themselves at greater risk from carrying out the 
visual inspection than that posed by the ACM. 


 
 
5.2 Warning Signs / Labels 
 
5.2.1 To help identify ACMs in the workplace warning signs / labels may be required, 


particularly where the ACM could easily be disturbed.  ACMs with a MEDIUM risk 
rating will usually have been labelled, as may have lower risk ACMs such as 
asbestos cement roof sheeting which may be present in larger quantities. 
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5.2.2 It is important to note that the presence of warning signs / labels alone should not 
be relied on as a control measure in themselves.  Warning signs / labels often 
become dirty, obscured or fall off and therefore should only be used as a back-up 
measure.  In addition, we want to avoid visiting contractors and occupiers of 
buildings assuming that a material does not contain asbestos because it is not 
signed. 


 
5.3 Contractor Management    
 
5.3.1 It is essential that if ACMs are to be effectively managed within your premises, that 


the persons who are potentially the most likely to disturb the materials, i.e. 
contractors, are suitably controlled and monitored. 


 
5.3.2 It is the responsibility of an appointed site based responsible person / compliance 


officer to show this AMP to all visiting contractors who MUST read the AMP and 
make themselves aware of the location of all ACMs in the area of the site in which 
their proposed work is due to take place.   


 
5.3.3 The contractor MUST provide a risk assessment and method statement for the 


proposed work and ascertain whether they will come into contact with any ACMs, 
particularly if the work involves any drilling, hammering, cutting or otherwise 
‘invasive’ operations. 


 
5.3.4 Any work of an intrusive nature should generally be avoided.  If work of an intrusive 


nature is necessary, a Refurbishment & Demolition Asbestos Survey MUST be 
carried out prior to the work taking place.  If you are organising and paying for 
proposed building work yourselves this is your responsibility. 


 
5.3.5 Where the disturbance of an ACM cannot be avoided by a contractor’s proposed 


work further advice MUST be sought from the Property Service Centre or the LCC 
Asbestos Project Manager. 


 
5.3.6 ALL visiting contractors MUST sign the ‘Contractor’s Record Sheet’ in Appendix 4 


to acknowledge that they have understood the contents of this AMP and that their 
work will not disturb any identified ACMs.  This record sheet only needs signing 
once by each operative at the start of each project. 


 
5.3.7 ALL visiting contractors MUST have received asbestos awareness training. 
 
5.3.8 If during the course of building alterations a contractor uncovers an unidentified 


suspect asbestos containing material work MUST stop immediately and advice be 
sought from the Property Service Centre or the LCC Asbestos Project Manager, 
who will arrange for the suspect material to be inspected and tested for asbestos 
content using a competent asbestos surveyor. 


 
5.3.9 If you are in any doubt about the competence of a visiting contractor or have 


concerns about the scope of the proposed work you MUST inform the Property 
Service Centre or the LCC Asbestos Project Manager.  
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5.4 Communication with Building Occupiers 
 
5.4.1 Where appropriate all employees working in a building should be informed by an 


appointed site based responsible person / compliance officer as to the location of 
all ACMs in the building and what to do in the event of accidental damage of an 
ACM.  This would normally be expected to take place during a site induction when 
a new employee starts work in the building. 


 
 
5.5 Asbestos Removal / Remedial Work 
 
5.5.1 The organisation of any asbestos removal work or remedial work, such as 


encapsulation, will normally be organised by the LCC Asbestos Project Manager.  
Under these circumstances it will be their duty to arrange for the work to be carried 
out using suitably competent contractors. 


 
5.5.2 If building occupiers are arranging for the removal of ACMs as part of building 


alterations they are organising and funding themselves, without any involvement 
from LCC, it is the responsibility of the person organising the work to make sure 
the work is carried out by suitably competent contractors in a safe manner.  On 
completion of the building alterations the LCC Asbestos Project Manager should 
be informed of what ACMs have been removed so that the AMP can be updated. 


 
5.5.3 All asbestos removal work or remedial work should be carried out in accordance 


with the Control of Asbestos Regulations 2012. 
 
5.5.4 On completion of any asbestos removal or remedial work the LCC Asbestos 


Project Manager will arrange for the AMP to be updated. 
 
 
5.6 Emergency Procedures 
 
5.6.1 In the event of accidental damage to an ACM or a suspect ACM which has 


potentially resulted in the uncontrolled release of asbestos fibres, take the following 
action: 


 
 Leave the area, closing the door behind you if possible 
 Take whatever steps you can to prevent others coming into contact with the 


damaged asbestos material 
 Prohibit access to the area 
 Turn off air conditioning and ventilation to the area 
 Immediately notify the Property Service Centre or LCC Asbestos Project 


Manager, who will then co-ordinate the emergency response 
 If there is a risk that you have been contaminated with asbestos fibres go to an 


isolated area and await further assistance 
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5.7 Appointment of a Site Based Responsible Person / Compliance Officer 
 
5.7.1 There are several duties outlined in this AMP, which have been summarised in 


Section 1.5.4 and discussed in greater detail throughout the preceding sections of 
Section 5, which need to be carried out by a site based responsible person / 
compliance officer.  The name and contact number of this person should be 
recorded in the relevant space in Section 6 of this report. 


 
5.7.2 The appointed site based responsible person / compliance officer should have 


sufficient knowledge to carry out their duties.  In the event that no such person is 
available, guidance should be sought from the LCC Health & Safety Team. 


 
 
6. Contact Details 
 
6.1 The phone number for the Property Service Centre is (01522) 555555.  This is a 


24 hour number and is the best number to call ‘out of hours’.  
 
6.2 The LCC Asbestos Project Manager is Matthew Tindall.  He can be contacted on 


07834 928526.  He’s usually available between 08.00 and 17.00 hrs Monday to 
Friday.   


 
6.3 Appointed site based responsible person / compliance officer: 
 
 


Name 
 


 


Position 
 


 


Contact Number(s) 
 


 


 
 
 
 
 







 


 


 


 


 


APPENDIX 1 


SURVEY DATA SHEETS 


 


Please note the following: 
 


 
1. Photographs of each ACM identified in you premises are shown in these 


survey data sheets.  The sheets contain descriptions of each ACM as 
well as a material risk assessment and a priority risk assessment, both 
of which have been used together to identify a recommended asbestos 
management option. 


 
2. The survey data sheets also contain details of what action has been 


taken regarding the recommended management option and the last date 
on which the condition of the ACM was inspected. 


 
 
 
 


NO ACMs HAVE BEEN IDENTIFIED IN YOUR PREMISES. 
 


THERE ARE NO SURVEY DATA SHEETS. 







 


 


 


 


 


APPENDIX 2 


SITE DIAGRAMS 


 


Please note the following: 
 
 
1. The location and extent of the ACMs identified in these premises during 


the last site inspection are shown by the colour coding and labelling on 
these site diagrams. 


 
 
 


NO ACMs HAVE BEEN IDENTIFIED IN YOUR PREMISES. 
 


THERE IS NO COLOUR CODING OR LABELLING ON THE 
SITE DIAGRAMS. 


 







Report 
Reference No: 


 


*******/AMP/2021  


 
 


Client: Lincolnshire 
County Council 


 
Site Address: Example 


 LCC Office Building 
 
 


Block / Area: 01 
 


Floor: Ground 


Room: N / A 


Surveyors: Matt Tindall 


Date of 
Inspection: 


No Inspection 
Required 


Key: 
 


 Loose Asbestos Insulation / Sprayed 
Coatings / Thermal Insulation 


 Asbestos Insulating Board / 
Millboard 


 Asbestos Textile Products / 
Asbestos Gaskets / Asbestos Paper 


 Asbestos Cement  
 


 Textured Coating 
 


 Floor Coverings 
 


 Asbestos Reinforced Composite 
Products / Bitumen Products 
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Client: Lincolnshire 
County Council 


 
Site Address: Example 


 LCC Office Building 
 
 


Block / Area: 01 
 


Floor: First 


Room: N / A 


Surveyors: Matt Tindall 


Date of 
Inspection: 


No Inspection 
Required 


Key: 
 


 Loose Asbestos Insulation / Sprayed 
Coatings / Thermal Insulation 


 Asbestos Insulating Board / 
Millboard 


 Asbestos Textile Products / 
Asbestos Gaskets / Asbestos Paper 


 Asbestos Cement  
 


 Textured Coating 
 


 Floor Coverings 
 


 Asbestos Reinforced Composite 
Products / Bitumen Products 
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Client: Lincolnshire 
County Council 


 
Site Address: Example 


 LCC Office Building 
 
 


Block / Area: N / A 
 


Floor: N / A 


Room: N / A 


Surveyors: Matt Tindall 


Date of 
Inspection: 


No Inspection 
Required 


Key: 
 


 Loose Asbestos Insulation / Sprayed 
Coatings / Thermal Insulation 


 Asbestos Insulating Board / 
Millboard 


 Asbestos Textile Products / 
Asbestos Gaskets / Asbestos Paper  


 Asbestos Cement  
 


 Textured Coating 
 


 Floor Coverings 
 


 Asbestos Reinforced Composite 
Products / Bitumen Products 


 


 
 


 
 







 


 


 


 


 


APPENDIX 3 


ASBESTOS CONDITION MONITORING RECORD SHEET 


 


Please note that the condition of ACMs with a LOW or VERY LOW risk rating 
should be inspected every 6 months. 


The condition of ACMs with a MEDIUM risk rating                                               
should be inspected every 3 months. 







ASBESTOS CONDITION MONITORING RECORD SHEET 
 
Establishment: 
 


 
 
 
 


 
 


Date ACM      
Ref. No. 


Condition OK 


Yes / No* 


Any action                 
required / taken? 


Carried      
out by: 


     


     


     


     


     


     


     


     


     


     


     


     


     


 
*If No, state what action has been taken to rectify defects? 


 







 


 


 


 


 


APPENDIX 4 


CONTRACTOR’S RECORD SHEET 


 


Please note that by signing the sheet over the page                                 
you acknowledge that: 


 
 
1 You have understood the contents of this AMP and that your work will 


not disturb any identified ACMs.  Particular attention should have been 
paid to the following: 
 
 The survey data sheets in Appendix 1. 
 The colour coded site diagrams in Appendix 2. 
 The limitations of what areas of the building have been accessed as 


stated in Paragraph 2.2.2. 
 Sections 5 and 6 in the AMP.  


 
 


2 You have received asbestos awareness training. 
 
 


3 If during the course of your work you uncover an unidentified suspect 
asbestos containing material that you will stop work immediately and 
seek advice from the LCC Property Service Centre or the LCC Asbestos 
Project Manager, who will arrange for the suspect material to be 
inspected and tested for asbestos content using a competent asbestos 
surveyor. 







CONTRACTOR’S RECORD SHEET 
 
Establishment: 
 


 
 
 
 
 


 
 


Date Contractor Name Signature 


    


    


    


    


    


    


    


    


    


    


    


    


    


    


    


    


 





		No Asbestos, Example LCC AMP, Body of Report

		No Asbestos - AMP Master Report Template, Appendix 1, Survey Data Sheets

		No Asbestos - AMP Master Report Template, Appendix 2, Site Diagrams

		No Asbestos, Example LCC AMP, Site Diagrams

		AMP, Appendix 3, Site Asbestos Condition Monitoring Record Sheet Template

		No Asbestos - AMP Master Report Template, Appendix 4, Contractors Record Sheet
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************* 
************* 
************* 
Lincoln 
LN1 ****  


 


 
25 February 2021 
 
To the Head of the Establishment 
 


Asbestos Management Plan 
 
 
All those who have responsibilities for the repairs and maintenance in a building have duties under 
the Control of Asbestos Regulations 2012 (CAR 2012) to ensure the safe management of asbestos 
within that building. 
 
Lincolnshire County Council (LCC) as the principal dutyholder for all premises under their control 
issue an Asbestos Management Plan (AMP) to each site.  The primary purpose of this AMP is: 
  


 To ensure the safe management of asbestos within properties under the control of LCC; 
 


 To prevent exposure to airborne asbestos fibres now and in the future and to reduce the risk 
of inadvertent exposure; 


 
 To ensure compliance with the CAR 2012. 


 
 
Large amounts of asbestos containing materials (ACMs) were used for a wide range of construction 
purposes in the UK from the 1950s through to the mid-1980s.  By 1999 the importation, supply and 
use of all forms of ACM had been banned, with the exception of a few specialised applications. 
 Much of the asbestos is still in place.  Any buildings built or refurbished before the year 2000 may 
therefore contain asbestos. 
 
Please be advised that your property was built in 2002 and will therefore not contain any 
asbestos containing materials. 
 
This letter represents a simple Asbestos Management Plan for your premises.  Please keep 
this letter for your records as evidence that your property is asbestos free.   
 
Please note that it is very important that any contractor’s visiting site MUST before they start 
any work sign the contractor’s record sheet attached to the back of this letter to acknowledge 
that they have both read and understood the contents of this Asbestos Management Plan. 







 


  


 


Report prepared for:   Lincolnshire County Council 
     County Offices 
     Newland 
     Lincoln 
     LN1 1YL 
 
 
 
 
 
Report prepared by:   


 
 
 


Matt Tindall 
     Kier Construction 
     For VINCI Facilities Partnerships Ltd 
     2nd Floor 
     Lincolnshire County Council 


County Offices 
     Newland 
     Lincoln 
     LN1 1YL 
 
 
      
     M: 07834 928526 
            


E: Matthew.Tindall@kier.co.uk  
 
W:  www.kier.co.uk  


 
 
 
Report Reference No:   ******/AMP/2021 







 


  


 


CONTRACTOR’S RECORD SHEET 
 


 


Date Contractor Name Signature 
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     For VINCI Facilities Partnerships Ltd 
     2nd Floor 
     Lincolnshire County Council 


County Offices 
     Newland 
     Lincoln 
     LN1 1YL 
 
     M 07834 928526 
           


E  matthew.tindall@kier.co.uk  
 
W  www.kier.co.uk  
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Executive Summary 
 
The purpose of this executive summary is to summarise the most important information 
detailed in this asbestos management plan. 
 
All those who have responsibilities for the repairs and maintenance in a building have 
duties under the Control of Asbestos Regulations 2012 to ensure the safe management 
of asbestos within that building.  These duties and responsibilities are outlined in Section 
1 of this report. 
 
The table below details the locations of all the asbestos containing materials (ACM’s) 
identified in your property.  More detailed information on each ACM can be found in the 
survey data sheets in Appendix 1 and the site diagrams in Appendix 2. 
 
 


ACM 
Ref. No: 


Description of Asbestos 
Containing Material 


Location Overall 
Risk Rating 


ACM 1 
(Removed) 


Boarding lining walls of 
skylight 


Block 01, Room 45 Classroom LOW 


ACM 2 Textured coating to ceiling Block 01, Room 42 BWC LOW 
ACM 3 Textured coating to ceiling Block 01, Room 40 GWC LOW 
ACM 4 Boarding to wall Block 01, Room 34 PE Store LOW 
ACM 5 


(Removed) 
Vinyl floor tiles Block 01, Room 34 PE Store LOW 


ACM 6 
(Removed) 


Vinyl floor tiles and 
adhesive 


Block 01, Room 12 PE Store 
(Formerly Room 12 Store) 


LOW 


ACM 7 
(Removed) 


Boarding to high level wall 
and ceiling 


Block 01, Room 11 Boiler LOW 


ACM 8 Textured coating to ceiling Block 01, Room 21 Store LOW 
ACM 9 Textured coating to ceiling Block 01, Room 27 FWC LOW 


ACM 10 Textured coating to ceiling Block 01, Room 28 MWC LOW 
ACM 11 Textured coating to ceiling Block 01, Room 29 Head LOW 
ACM 12 Textured coating to ceiling Block 01, Room 30 Office 


(Formerly Room 30 Admin) 
LOW 


ACM 13 
(Removed) 


Brown vinyl floor tiles Block 01, Room 28 Store LOW 


ACM 14 
(Removed) 


Brown vinyl floor tiles Block 01, Room 37 Ctkr LOW 


ACM 15 Vinyl floor tiles beneath 
carpet 


Block 01, Room 32 Anc LOW 
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Guidance on managing asbestos in your premises is detailed in Section 5 of this 
report.  This section contains specific information on the following asbestos management 
procedures: 
 


 Monitoring the condition of the ACMs 
 Warning Signs / Labels 
 Contractor Management 
 Communication with Building Occupiers 
 Asbestos Removal / Remedial Work 
 Emergency Procedures 
 Appointment of a Site Base Responsible Person / Compliance Officer 


 
 
It is very important that you make yourself familiar with your duties outlined in this section, 
particularly those regarding monitoring the condition of the ACMs and contractor 
management.  Record sheets to aid you in compliance with your duties are provided in 
Appendices 3 and 4. 
 
Please note that it is very important that any contractor’s visiting site MUST before 
they start any work sign the contractor’s record sheet in Appendix 4 to 
acknowledge that they have both read and understood the contents of this 
Asbestos Management Plan.  
 


 







Example LCC Community Primary School                                           Asbestos Management Plan 
 


 Report Reference No: *******/AMP/02/2021 


1.   Introduction 
 
1.1 Purpose 
 
1.1.1 The primary purpose of this Asbestos Management Plan (AMP) is: 
  


 To ensure the safe management of asbestos within properties under the control of 
Lincolnshire County Council (LCC); 


 
 To prevent exposure to airborne asbestos fibres now and in the future and to 


reduce the risk of inadvertent exposure; 
 


 To ensure compliance with the Control of Asbestos Regulations 2012 (CAR 2012). 


 
 
1.2 Background Information 
 
1.2.1 Large amounts of asbestos containing materials (ACMs) were used for a wide 


range of construction purposes in the UK from the 1950s through to the mid-1980s.  
By 1999 the importation, supply and use of all forms of ACM had been banned, 
with the exception of a few specialised applications.  Much of the asbestos is still 
in place.  Any buildings built or refurbished before the year 2000 may therefore 
contain asbestos. 


 
1.2.2 Although asbestos is a hazardous material, it can only pose a risk to health if the 


asbestos fibres become airborne and are then inhaled.  ACMs only release fibres 
into the air when they are disturbed.  Breathing air containing asbestos fibres can 
lead to asbestos-related lung diseases, mainly cancers, which kill more people 
than any other single work-related illness.  Past exposure to asbestos currently 
kills around 4500 people a year in Great Britain.  Workers who carry out building 
maintenance and repair are particularly at risk. 


 
1.2.3 Further detailed information on the health effects of asbestos, the different types 


of asbestos and where asbestos is commonly used in buildings can be found on 
the Health & Safety Executive (HSE) website.  The website address is 
www.hse.gov.uk/asbestos. 
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1.3 Who is this AMP for? 
 
1.3.1 This AMP is for anyone who is responsible for maintenance and repairs in a 


building, which may contain asbestos.  The duty to manage asbestos is a 
requirement of Regulation 4 of the Control of Asbestos Regulations 2012.  You are 
a dutyholder if: 


 
 You own the building; 
 You are responsible through a contract or tenancy agreement; 
 You have control of the building but no formal contract or agreement; or 
 In a multi-occupancy building, you are the owner and have taken responsibility 


for maintenance and repairs for the whole building. 
 
1.3.2 The legislation affects all non-domestic buildings, whatever the type of business.  


It also affects the common areas of domestic buildings, e.g. halls, stairwells, lift 
shafts and roof spaces.   


 
1.3.3 If you are not the dutyholder but have information about the building, you must co-


operate with the dutyholder, e.g. leaseholders must allow managing agent’s 
access for inspection. 


 
1.4 What does the duty to manage asbestos involve? 
 
1.4.1 The duty to manage asbestos requires those in control of premises to: 
 


 Take reasonable steps to determine the location and condition of materials 
likely to contain asbestos; 


 Presume materials to contain asbestos, unless there are good reasons not to 
do so; 


 Make and keep an up-to-date record of the location and condition of the ACMs 
or presumed ACMs in your premises; 


 Assess the risk of the likelihood of anyone being exposed to fibres from these 
materials; 


 Repair, seal or remove ACMs if there is a risk of exposure due to their condition 
or location; 


 Maintain ACMs in a good state of repair and regularly monitor their condition; 
 Set up a system for providing information on the location and condition of the 


ACMs to anyone who is liable to work on or disturb them; 
 Prepare a plan that sets out in detail how the risk is going to be managed; 


Take the steps needed to put the plan into action; 
 Review and monitor the plan at regular intervals and make changes if 


circumstances change. 
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1.4.2 It needs to be emphasised that in accordance with current legislation and HSE 
guidance there is no specific requirement on LCC to automatically remove ACMs.  
If the asbestos materials are in good condition and will not be disturbed then they 
do not pose a risk to health and it’s usually considered safer to manage them in 
situ.  


 
1.5 Responsibilities 


 
1.5.1 All those who have responsibilities for the repairs and maintenance in a building 


will have responsibilities under the Control of Asbestos Regulations 2012 but the 
extent is determined by the degree of control the individuals have for this type of 
work. 


 
1.5.2 Lincolnshire County Council are responsible for the following: 
 


 Making funds available to enable VINCI Facilities Partnerships Ltd to arrange for 
the necessary asbestos surveys to be carried out; and carry out any remedial work 
recommended in the surveys or through condition monitoring. 


 
 Ensuring that this AMP is fully implemented throughout all their properties. 
 
 Ensuring that adequate monitoring, audit and review processes have been 


implemented. 
 
 
1.5.3 VINCI Facilities Partnerships Ltd are responsible for the following: 
 


 Ensuring safe systems of work are implemented for maintenance work under their 
control where ACMs are likely to be present. 


 
 Arranging for competent contractors to carry out asbestos surveys of all LCC 


premises where ACMs are likely to be present. 
 
 Arranging for any remedial work recommended in the surveys to be carried out by 


competent contractors. 
 
 Keeping a central register of all asbestos surveys and having working procedures 


to ensure that asbestos risks are properly managed in the work carried out for 
LCC. 


 
 Providing information on the location and condition of ACMs in premises to anyone 


who is liable to work on or disturb them. 
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 Forwarding copies of the asbestos surveys to the persons in charge of the 
premises and bringing to their attention any measures that are required to manage 
the risks from ACMs, such as any measures to prevent disturbance and to monitor 
the condition of ACMs left in situ. 


 
 Monitoring the condition of ACMs left in situ where this cannot be carried out by 


directorates. 
 
 
1.5.4 Building occupiers are responsible for the following: 


 
 Ensuring that any activity that may disturb or damage ACMs is avoided. 
 
 Ensuring that this AMP is kept readily available to provide information on the 


location and condition of any ACMs to anyone who is liable to work on or disturb 
them, including the Fire Service in the event of a fire. 


 
 Ensuring that this AMP is brought to the attention of contractors when they first 


arrive on site to check that their work will not disturb any ACMs present. 
 


 Where disturbance of an ACM is considered necessary further advice should be 
sought from the Kier Construction Asbestos Project Manager working on behalf of 
the VINCI Facilities Partnerships Ltd.  This person shall be referred to as the LCC 
Asbestos Project Manager from this point forward in this AMP. 


 
 The condition of any ACMs identified in the AMP must be monitored to ensure that 


no disturbance has taken place and fibres are not being released.  Any damage to 
an ACM should be reported immediately to the LCC Asbestos Project Manager.  
 


 Co-operating with the LCC Asbestos Project Manager on compliance with all 
duties required under the CAR 2012  


 


 
2.   Types of Asbestos Survey 
 
2.1 There are two types of asbestos survey.  These are: 
 


 Asbestos Management Surveys 
 Refurbishment & Demolition Asbestos Surveys 


 
2.2 Asbestos Management Surveys 
 
2.2.1 An Asbestos Management Survey, formerly known as a Type 2 Asbestos Survey, 


is the standard survey.  Its purpose is to locate, as far as reasonably practicable, 
the presence and extent of any suspect ACMs in a building which could be 
damaged or disturbed during normal occupancy, including foreseeable 
maintenance and installation, and to assess their condition. 
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2.2.2 It is important to understand that an Asbestos Management Survey will not identify 
all ACMs that may be present in your premises.  There are many limitations to 
what areas of a building can and cannot be inspected during this type of survey, 
mainly due to health and safety reasons, or to the fact that gaining access would 
cause an unreasonable amount of damage.  Common areas of a building that will 
not have been inspected include: 


 
 Voids above solid or fixed board ceilings 
 Voids above interlocked or concealed grid suspended ceiling tiles 
 Voids above suspended ceilings overlaid with a thick layer of man-made 


mineral fibre (MMMF) blanket insulation 
 Wall cavities 
 Voids beneath solid floors or fixed floor boards 
 Sealed boxed in pipework / services 
 Sealed underfloor service ducts 
 Lift shafts 
 Live plant and machinery, including boilers 
 Live electrical switch gear, including distribution boards and fuse boxes 
 Air conditioning / ventilation ducting 
 Internal linings inside fire doors 
 Floor coverings beneath glued down secondary floor coverings such as 


carpets and linoleum 
 
Please note that this list is not exhaustive and that there are other potential areas 
of a building where access may be limited. 


 
 
2.3 Refurbishment & Demolition Asbestos Surveys 
 
2.3.1 A Refurbishment & Demolition (R&D) Asbestos Survey, formerly known as a Type 


3 Asbestos Survey, is needed before any refurbishment or demolition work is 
carried out.  This type of survey is used to locate and describe, as far as reasonably 
practicable, all ACMs in the area where the refurbishment work will take place or 
in the whole building if demolition is planned.  The survey will be fully intrusive and 
involve destructive inspection, as necessary, to gain access to all areas, including 
those that may be difficult to reach.  An R&D survey may also be required in other 
circumstances, e.g. when more intrusive maintenance and repair work will be 
carried out or for plant removal or dismantling. 


 
2.3.2 It is important to point out that where refurbishment or demolition work is being 


carried out and paid for by LCC through their partner VINCI Facilities Partnerships 
Ltd, that the R&D Asbestos Survey is organised through VINCI Facilities 
Partnerships Ltd.  However, where a LCC site, such as a school, is organising and 
carrying out their own building alterations, using money derived from another 
source, it is the responsibility of the premises to organise their own survey.   Failure 
to organise an R&D Asbestos Survey prior to building alterations being carried out 
often leads to prosecution by the HSE if they visit site during the building work. 
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3.   Site Specific Asbestos Information 
 
3.1 LCC through either their current representatives, VINCI Facilities Partnerships Ltd, 


or one of their former representatives, HBS or Mouchel, commissioned a Type 2 / 
Asbestos Management survey of your premises which was carried out in August 
2003.  This report was issued to site and any recommended removal work or 
remedial action was carried out at the time through funds provided by LCC.  


 
3.2 Many of the ACMs identified during the original Asbestos Management Survey 


may have been removed.  Details of any removal or remedial work undertaken in 
a building were usually recorded both on the paper copy of the Asbestos 
Management Survey Report and in the Asset Management computer database 
used at the time, formerly Technology Forge, now Concerto.  A paper copy of the 
updated report was always issued to site. 


 
3.3 The location and extent of the remaining ACMs identified during the Asbestos 


Management Survey are shown by the colour coding and labelling on the site 
diagrams for your premises contained in Appendix 2. 


 
3.4 Photographs of each ACM identified in your premises are shown in the survey data 


sheets contained in Appendix 1.  These sheets contain descriptions of each ACM 
as well as a material risk assessment and a priority risk assessment, both of which 
have been used together to identify a recommended asbestos management 
option. 


 
3.5 The survey data sheets contained in Appendix 1 also contain details of what action 


has been taken regarding the recommended management option and the last date 
on which the condition of the ACM was inspected. 


 
3.6 The site diagrams and survey data sheets contained in this AMP will be used going 


forward to record any changes in the condition of the identified ACMs. 
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4.   Selecting Asbestos Management Option 
 
4.1 The recommended asbestos management option for each ACM has been 


determined using a material assessment score and a priority assessment score, 
both of which are added together to provide an overall risk rating. 


 
4.2 Material Assessment Score 
 
4.2.1 The material assessment looks at the type and condition of the ACM and the ease 


with which it will release asbestos fibres if disturbed.  The algorithm used to score 
the ACM considers four parameters which are: 


 
 product type; 
 extent of damage; 
 surface treatment; and 
 Asbestos type. 


 
4.2.2 Each of the parameters is scored and added to give a total score between 2 and 


12: 
 
 materials with scores of 10 or more should be regarded as high risk with a 


significant potential to release fibres if disturbed; 
 those with a score between 7 and 9 are regarded as medium risk; 
 materials with a score between 5 and 6 are low risk; and 
 scores of 4 or less are very low risk 
 


 
4.2.3 Details on the methodology used to determine the material assessment scores can 


be found in HSE document HSG264 – Asbestos: The survey guide.  
 
 
4.3 Priority Assessment Score  
 
4.3.1 The priority assessment looks at the likelihood of someone disturbing the ACM.  


The algorithm used to score the ACM considers four parameters, which are: 
 
 maintenance activity; 
 occupant activity; 
 likelihood of disturbance; 
 Human exposure potential. 


 
 
4.3.2 Each of the parameters is scored and added to give a total score between 0 and 


12.  ACMs with a higher score have a higher potential to be disturbed.  
 


4.3.3 Details on the methodology used to determine the priority assessment scores can 
be found in HSE document ‘A comprehensive guide to managing asbestos in 
premises’. 
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4.4 Overall Risk Rating  
 
4.4.1 The material assessment and priority assessment scores have been added 


together to provide an overall risk rating for each ACM.  The risk rating categories 
are defined below: 


 
4.4.2 Score of 1 to 6 - Very Low Risk Rating 
 


These ACMs are regarded as having a very low potential to release asbestos fibres 
in their current location and condition.  In general, these ACMs do not require any 
remedial attention.  Their condition should be monitored on an annual basis. 
 


4.4.3 Score of 7 to 12 - Low Risk Rating 
 


These ACMs are regarded as having a low potential to release asbestos fibres in 
their current location and condition.  In general, these ACMs do not require any 
remedial attention.  Their condition should be monitored on an annual basis. 


 
4.4.4 Score of 13 to 18 – Medium Risk Rating 
 


These ACMs are regarded as having a medium potential to release asbestos fibres 
in their current location and condition.  Some remedial action is normally required 
on these ACMs.  The action can be relatively simple, such as encapsulation, 
although in some cases it may be prudent for the ACMs to be removed. 
 


4.4.2 Score of 19 to 24 – High Risk Rating 
 


These ACMs are regarded as having a high potential to release asbestos fibres if 
disturbed and generally require urgent attention.  These materials will either be 
removed or encapsulated as soon as possible. 
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5. Management Options 
 
5.1 Monitoring the condition of the ACMs 
 
5.1.1 ACMs which are in good condition, sealed where appropriate and are unlikely to 


be disturbed are normally left in place.  Often this is a safer option than removal, 
which will result in the ACMs being disturbed.  If they are left in place, the condition 
of the ACMs will have to be monitored regularly and the results recorded. 


 
5.1.2 LCC will send a fully qualified asbestos surveyor to inspect the condition of the 


ACMs in your premises on an annual basis, unless you are informed otherwise.  
This will usually be the LCC Asbestos Project Manager.  The survey data sheets 
and site diagrams in Appendices 1 and 2 will be updated accordingly with the 
results of the visual inspection. 


 
5.1.3 As well as the annual inspection it is the responsibility of an appointed site based 


responsible person / compliance officer to monitor the condition of the ACMs 
identified in this AMP on a more regular basis and report any damage to the LCC 
Asbestos Project Manager. Any deterioration in an ACM can be assessed by 
comparing your visual inspection with the photographs of the ACMs in the survey 
data sheets in Appendix 1. 


 
5.1.4 It is recommended that ACMs which have a LOW or VERY LOW risk rating be 


inspected every 6 months by a site based employee.  The results and date of the 
inspection should be recorded either on the survey data sheets in Appendix 1 of 
this AMP or using the separate ‘Asbestos Condition Monitoring Record Sheet’ 
contained in Appendix 3. 


 
5.1.5 There should be no ACMs on site which have a HIGH risk rating.  ACMs with a 


MEDIUM risk rating should be routinely inspected and a record of this inspection 
recorded at least once every 3 months. 


 
5.1.6 Please note that ACMs which are located inside boilers, electrical switchgear, roof 


voids, high level external areas or other difficult to reach locations such as 
underfloor ducts, do not need inspecting by the site based responsible person / 
compliance officer, who may put themselves at greater risk from carrying out the 
visual inspection than that posed by the ACM. 


 
 
5.2 Warning Signs / Labels 
 
5.2.1 To help identify ACMs in the workplace warning signs / labels may be required, 


particularly where the ACM could easily be disturbed.  ACMs with a MEDIUM risk 
rating will usually have been labelled, as may have lower risk ACMs such as 
asbestos cement roof sheeting which may be present in larger quantities. 
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5.2.2 It is important to note that the presence of warning signs / labels alone should not 
be relied on as a control measure in themselves.  Warning signs / labels often 
become dirty, obscured or fall off and therefore should only be used as a back-up 
measure.  In addition, we want to avoid visiting contractors and occupiers of 
buildings assuming that a material does not contain asbestos because it is not 
signed. 


 
5.3 Contractor Management    
 
5.3.1 It is essential that if ACMs are to be effectively managed within your premises, that 


the persons who are potentially the most likely to disturb the materials, i.e. 
contractors, are suitably controlled and monitored. 


 
5.3.2 It is the responsibility of an appointed site based responsible person / compliance 


officer to show this AMP to all visiting contractors who MUST read the AMP and 
make themselves aware of the location of all ACMs in the area of the site in which 
their proposed work is due to take place.   


 
5.3.3 The contractor MUST provide a risk assessment and method statement for the 


proposed work and ascertain whether they will come into contact with any ACMs, 
particularly if the work involves any drilling, hammering, cutting or otherwise 
‘invasive’ operations. 


 
5.3.4 Any work of an intrusive nature should generally be avoided.  If work of an intrusive 


nature is necessary, a Refurbishment & Demolition Asbestos Survey MUST be 
carried out prior to the work taking place.  If you are organising and paying for 
proposed building work yourselves this is your responsibility. 


 
5.3.5 Where the disturbance of an ACM cannot be avoided by a contractor’s proposed 


work further advice MUST be sought from the Property Service Centre or the LCC 
Asbestos Project Manager. 


 
5.3.6 ALL visiting contractors MUST sign the ‘Contractor’s Record Sheet’ in Appendix 4 


to acknowledge that they have understood the contents of this AMP and that their 
work will not disturb any identified ACMs.  This record sheet only needs signing 
once by each operative at the start of each project. 


 
5.3.7 ALL visiting contractors MUST have received asbestos awareness training. 
 
5.3.8 If during the course of building alterations a contractor uncovers an unidentified 


suspect asbestos containing material work MUST stop immediately and advice be 
sought from the Property Service Centre or the LCC Asbestos Project Manager, 
who will arrange for the suspect material to be inspected and tested for asbestos 
content using a competent asbestos surveyor. 


 
5.3.9 If you are in any doubt about the competence of a visiting contractor or have 


concerns about the scope of the proposed work you MUST inform the Property 
Service Centre or the LCC Asbestos Project Manager.  


 
  







Example LCC Community Primary School                                           Asbestos Management Plan 
 


 Report Reference No: *******/AMP/02/2021 


5.4 Communication with Building Occupiers 
 
5.4.1 Where appropriate all employees working in a building should be informed by an 


appointed site based responsible person / compliance officer as to the location of 
all ACMs in the building and what to do in the event of accidental damage of an 
ACM.  This would normally be expected to take place during a site induction when 
a new employee starts work in the building. 


 
 
5.5 Asbestos Removal / Remedial Work 
 
5.5.1 The organisation of any asbestos removal work or remedial work, such as 


encapsulation, will normally be organised by the LCC Asbestos Project Manager.  
Under these circumstances it will be their duty to arrange for the work to be carried 
out using suitably competent contractors. 


 
5.5.2 If building occupiers are arranging for the removal of ACMs as part of building 


alterations they are organising and funding themselves, without any involvement 
from LCC, it is the responsibility of the person organising the work to make sure 
the work is carried out by suitably competent contractors in a safe manner.  On 
completion of the building alterations the LCC Asbestos Project Manager should 
be informed of what ACMs have been removed so that the AMP can be updated. 


 
5.5.3 All asbestos removal work or remedial work should be carried out in accordance 


with the Control of Asbestos Regulations 2012. 
 
5.5.4 On completion of any asbestos removal or remedial work the LCC Asbestos 


Project Manager will arrange for the AMP to be updated. 
 
 
5.6 Emergency Procedures 
 
5.6.1 In the event of accidental damage to an ACM or a suspect ACM which has 


potentially resulted in the uncontrolled release of asbestos fibres, take the following 
action: 


 
 Leave the area, closing the door behind you if possible 
 Take whatever steps you can to prevent others coming into contact with the 


damaged asbestos material 
 Prohibit access to the area 
 Turn off air conditioning and ventilation to the area 
 Immediately notify the Property Service Centre or LCC Asbestos Project 


Manager, who will then co-ordinate the emergency response 
 If there is a risk that you have been contaminated with asbestos fibres go to an 


isolated area and await further assistance 
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5.7 Appointment of a Site Based Responsible Person / Compliance Officer 
 
5.7.1 There are several duties outlined in this AMP, which have been summarised in 


Section 1.5.4 and discussed in greater detail throughout the preceding sections of 
Section 5, which need to be carried out by a site based responsible person / 
compliance officer.  The name and contact number of this person should be 
recorded in the relevant space in Section 6 of this report. 


 
5.7.2 The appointed site based responsible person / compliance officer should have 


sufficient knowledge to carry out their duties.  In the event that no such person is 
available, guidance should be sought from the LCC Health & Safety Team. 


 
 
6. Contact Details 
 
6.1 The phone number for the Property Service Centre is (01522) 555555.  This is a 


24 hour number and is the best number to call ‘out of hours’.  
 
6.2 The LCC Asbestos Project Manager is Matthew Tindall.  He can be contacted on 


07834 928526.  He’s usually available between 08.00 and 17.00 hrs Monday to 
Friday.   


 
6.3 Appointed site based responsible person / compliance officer: 
 
 


Name 
 


 


Position 
 


 


Contact Number(s) 
 


 


 
 







 


 


 


 


 


APPENDIX 1 


SURVEY DATA SHEETS 


 


Please note the following: 
 


 
1. Photographs of each ACM identified in you premises are shown in these 


survey data sheets.  The sheets contain descriptions of each ACM as 
well as a material risk assessment and a priority risk assessment, both 
of which have been used together to identify a recommended asbestos 
management option. 


 
2. The survey data sheets also contain details of what action has been 


taken regarding the recommended management option and the last date 
on which the condition of the ACM was inspected. 
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Asbestos Containing Material 
Reference No. ACM 1 


 
Material description: 


 


Boarding lining walls of skylight 


Location(s): 
Block 01, Room 45 Classroom 


Date material 
sampled: 


27th October 2011 


Report 
reference: 


BESA Asbestos 
Management 
Survey BSM043 


 
Material Risk Assessment Algorithm Score 


Product type: Asbestos Insulating Board (AIB) 2 
Asbestos type(s): Amosite & Chrysotile 2 
Surface treatment: Sealed 1 
Extent of damage / 
deterioration: 


Low Damage 1 


Material Assessment Score: 6 
Potential to release asbestos fibres: LOW 


 
Priority Assessment Algorithm 


Assessment Factor Variable(s) selected Score  Overall 
Score 


Normal occupant activity    
Main type of activity in area: Low disturbance activities 1 1 
Likelihood of disturbance    
Location: Rooms up to 100m² 2  
Accessibility: Unlikely to be disturbed 0 Average
Extent / amount: 2m² 1 =1 
Human exposure potential    
Number of occupants: >10 3  
Frequency of use of area: Daily 3 Average
Average time area is in use: >6 hours 3 =3 
Maintenance activity    
Type of maintenance activity: Minor disturbance 0 Average
Frequency of maintenance 
activity: 


ACM unlikely to be disturbed for 
maintenance 


0 =0 


Total Priority Assessment Score: 5 
Total of Material & Priority Assessment Scores: 11 


Overall Risk Rating: LOW 
 


Recommended Asbestos Management Option: Action Taken: 


 
Manage in situ. 
Inspect condition of ACM every 6 months.  
LCC Asbestos Project Manager to inspect ACM 
every 12 months. 
 


 
Warning labels applied. 
Last inspected 25/04/2017. 
Removed by Rilmac, February 2018. 
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Asbestos Containing Material 
Reference No. ACM 2 


 
Material description: 


 


Textured coating to ceiling 


Location(s): 
Block 01, Room 42 BWC 


Date material 
sampled: 


27th October 2011 


Report 
reference: 


BESA Asbestos 
Management 
Survey BSM043 


 
Material Risk Assessment Algorithm Score 


Product type: Textured Coating 1 
Asbestos type(s): Chrysotile 1 
Surface treatment: Sealed 1 
Extent of damage / 
deterioration: 


Low Damage (Minor water staining) 1 


Material Assessment Score: 4 
Potential to release asbestos fibres: VERY LOW 


 
Priority Assessment Algorithm 


Assessment Factor Variable(s) selected Score  Overall 
Score 


Normal occupant activity    
Main type of activity in area: Low disturbance activities 1 1 
Likelihood of disturbance    
Location: Rooms up to 100m² 2  
Accessibility: Unlikely to be disturbed 0 Average
Extent / amount: 11m² 2 =1 
Human exposure potential    
Number of occupants: None 0  
Frequency of use of area: Daily 3 Average
Average time area is in use: > 6 hours 3 =2 
Maintenance activity    
Type of maintenance activity: Low disturbance 1 Average
Frequency of maintenance 
activity: 


< 1 per year 1 =1 


Total Priority Assessment Score: 5 
Total of Material & Priority Assessment Scores: 9 


Overall Risk Rating: LOW 
 


Recommended Asbestos Management Option: Action Taken: 


 
Manage in situ. 
Inspect condition of ACM every 6 months.  
LCC Asbestos Project Manager to inspect ACM 
every 12 months. 
 


 
Warning labels applied. 
Last inspected 25/02/2021. 
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Report Reference No: *******/AMP/02/2021 


Asbestos Containing Material 
Reference No. ACM 3 


 
Material description: 


 


Textured coating to ceiling 


Location(s): 
Block 01, Room 40 GWC 


Date material 
sampled: 


27th October 2011 


Report 
reference: 


BESA Asbestos 
Management 
Survey BSM043 


 
Material Risk Assessment Algorithm Score 


Product type: Textured Coating 1 
Asbestos type(s): Chrysotile 1 
Surface treatment: Sealed 1 
Extent of damage / 
deterioration: 


Low Damage 1 


Material Assessment Score: 4 
Potential to release asbestos fibres: VERY LOW 


 
Priority Assessment Algorithm 


Assessment Factor Variable(s) selected Score  Overall 
Score 


Normal occupant activity    
Main type of activity in area: Low disturbance activities 1 1 
Likelihood of disturbance    
Location: Rooms up to 100m² 2  
Accessibility: Unlikely to be disturbed 0 Average
Extent / amount: 10m² 1 =1 
Human exposure potential    
Number of occupants: None 0  
Frequency of use of area: Daily 3 Average
Average time area is in use: > 6 hours 3 =2 
Maintenance activity    
Type of maintenance activity: Low disturbance 1 Average
Frequency of maintenance 
activity: 


< 1 per year 1 =1 


Total Priority Assessment Score: 5 
Total of Material & Priority Assessment Scores: 9 


Overall Risk Rating: LOW 
 


Recommended Asbestos Management Option: Action Taken: 


 
Manage in situ. 
Inspect condition of ACM every 6 months.  
LCC Asbestos Project Manager to inspect ACM 
every 12 months. 
 


 
Warning labels applied. 
Last inspected 25/02/2021. 
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Report Reference No: *******/AMP/02/2021 


Asbestos Containing Material 
Reference No. ACM 4 


 
Material description: 


 


Boarding to wall 


Location(s): 
Block 01, Room 34 PE St 


Date material 
sampled: 


27th October 2011 


Report 
reference: 


BESA Asbestos 
Management 
Survey BSM043 


 
Material Risk Assessment Algorithm Score 


Product type: Asbestos Insulating Board (AIB) 2 
Asbestos type(s): Amosite & Chrysotile 2 
Surface treatment: Sealed 1 
Extent of damage / 
deterioration: 


Low Damage 1 


Material Assessment Score: 6 
Potential to release asbestos fibres: LOW 


 
Priority Assessment Algorithm 


Assessment Factor Variable(s) selected Score  Overall 
Score 


Normal occupant activity    
Main type of activity in area: Low disturbance activities 1 1 
Likelihood of disturbance    
Location: Rooms up to 100m² 2  
Accessibility: Unlikely to be disturbed 0 Average
Extent / amount: 1m² 1 =1 
Human exposure potential    
Number of occupants: None 0  
Frequency of use of area: Daily 3 Average
Average time area is in use: > 6 hours 3 =2 
Maintenance activity    
Type of maintenance activity: Minor disturbance 0 Average
Frequency of maintenance 
activity: 


ACM unlikely to be disturbed for 
maintenance 


0 =0 


Total Priority Assessment Score: 4 
Total of Material & Priority Assessment Scores: 10 


Overall Risk Rating: LOW 
 


Recommended Asbestos Management Option: Action Taken: 


 
Manage in situ. 
Inspect condition of ACM every 6 months.  
LCC Asbestos Project Manager to inspect ACM 
every 12 months. 
 
 


 
Limited access. 
Warning labels applied. 
Last inspected 25/02/2021. 
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Report Reference No: *******/AMP/02/2021 


Asbestos Containing Material 
Reference No. ACM 5 


 
Material description: 
Vinyl floor tiles 


Location(s): 
Block 01, Room 34 PE St 


Date material 
sampled: 


27th October 2011 


Report 
reference: 


BESA Asbestos 
Management 
Survey BSM043 


 
Material Risk Assessment Algorithm Score 


Product type: Asbestos Reinforced Composite 1 
Asbestos type(s): Chrysotile 1 
Surface treatment: Composite Material 0 
Extent of damage / 
deterioration: 


Low Damage 1 


Material Assessment Score: 3 
Potential to release asbestos fibres: VERY LOW 


 
Priority Assessment Algorithm 


Assessment Factor Variable(s) selected Score  Overall 
Score 


Normal occupant activity    
Main type of activity in area: Low disturbance activities 1 1 
Likelihood of disturbance    
Location: Rooms up to 100m² 2  
Accessibility: Unlikely to be disturbed 0 Average
Extent / amount: 8m² 1 =1 
Human exposure potential    
Number of occupants: None 0  
Frequency of use of area: Daily 3 Average
Average time area is in use: > 6 hours 3 =2 
Maintenance activity    
Type of maintenance activity: Minor disturbance 0 Average
Frequency of maintenance 
activity: 


ACM unlikely to be disturbed for 
maintenance 


0 =0 


Total Priority Assessment Score: 4 
Total of Material & Priority Assessment Scores: 7 


Overall Risk Rating: LOW 
 


Recommended Asbestos Management Option: Action Taken: 


 
Manage in situ. 
Inspect condition of ACM every 6 months.  
LCC Asbestos Project Manager to inspect ACM 
every 12 months. 
 


 
Warning labels applied. 
Last inspected 20/04/2016. 
Removed by BESA Group Ltd 
August 2016. 
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Report Reference No: *******/AMP/02/2021 


Asbestos Containing Material 
Reference No. ACM 6 


 
Material description: 


 


Vinyl floor tiles and adhesive 


Location(s): 
Block 01, Room 12 PE Store 
(Formerly Room 12 Store) 


Date material 
sampled: 


27th October 2011 


Report 
reference: 


BESA Asbestos 
Management 
Survey BSM043 


 
Material Risk Assessment Algorithm Score 


Product type: Asbestos Reinforced Composite 1 
Asbestos type(s): Chrysotile 1 
Surface treatment: Composite Material 0 
Extent of damage / 
deterioration: 


Low Damage 1 


Material Assessment Score: 3 
Potential to release asbestos fibres: VERY LOW 


 
Priority Assessment Algorithm 


Assessment Factor Variable(s) selected Score  Overall 
Score 


Normal occupant activity    
Main type of activity in area: Low disturbance activities 1 1 
Likelihood of disturbance    
Location: Rooms up to 100m² 2  
Accessibility: Unlikely to be disturbed 0 Average
Extent / amount: 10m² 1 =1 
Human exposure potential    
Number of occupants: None 0  
Frequency of use of area: Daily 3 Average
Average time area is in use: > 6 hours 3 =2 
Maintenance activity    
Type of maintenance activity: Minor disturbance 0 Average
Frequency of maintenance 
activity: 


ACM unlikely to be disturbed for 
maintenance 


0 =0 


Total Priority Assessment Score: 4 
Total of Material & Priority Assessment Scores: 7 


Overall Risk Rating: LOW 
 


Recommended Asbestos Management Option: Action Taken: 


 
Manage in situ. 
Inspect condition of ACM every 6 months.  
LCC Asbestos Project Manager to inspect ACM 
every 12 months. 
 


 
Warning labels applied. 
Last inspected 07/05/2015. 
Removed by BESA Group Ltd  
May 2015. 
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Report Reference No: *******/AMP/02/2021 


Asbestos Containing Material 
Reference No. ACM 7 


 
Material description: 


 


Boarding to high level wall and 
ceiling 


Location(s): 
Block 01, Room 11 Boiler 


Date material 
sampled: 


27th October 2011 


Report 
reference: 


BESA Asbestos 
Management 
Survey BSM043 


 
Material Risk Assessment Algorithm Score 


Product type: Asbestos Insulating Board (AIB) 2 
Asbestos type(s): Amosite & Chrysotile 2 
Surface treatment: Unsealed 2 
Extent of damage / 
deterioration: 


Low Damage 1 


Material Assessment Score: 7 
Potential to release asbestos fibres: MEDIUM 


 
Priority Assessment Algorithm 


Assessment Factor Variable(s) selected Score  Overall 
Score 


Normal occupant activity    
Main type of activity in area: Low disturbance activities 1 1 
Likelihood of disturbance    
Location: Rooms up to 100m² 2  
Accessibility: Occasionally likely to be disturbed 1 Average
Extent / amount: 8m² 1 =1 
Human exposure potential    
Number of occupants: None 0  
Frequency of use of area: Daily 3 Average
Average time area is in use: < 1 hour 0 =1 
Maintenance activity    
Type of maintenance activity: Minor disturbance 0 Average
Frequency of maintenance 
activity: 


< 1per year 1 =1 


Total Priority Assessment Score: 4 
Total of Material & Priority Assessment Scores: 11 


Overall Risk Rating: LOW 
 


Recommended Asbestos Management Option: Action Taken: 


 
Manage in situ. 
Inspect condition of ACM every 6 months.  
LCC Asbestos Project Manager to inspect ACM 
every 12 months. 
 


 
Limited access. 
Warning labels applied. 
Last inspected 25/04/2017. 
Removed by Rilmac, February 2018. 
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Report Reference No: *******/AMP/02/2021 


Asbestos Containing Material 
Reference No. ACM 8 


 
Material description: 
Textured coating to ceiling 


Location(s): 
Block 01, Room 21 Store 


Date material 
sampled: 


27th October 2011 


Report 
reference: 


BESA Asbestos 
Management 
Survey BSM043 


 
Material Risk Assessment Algorithm Score 


Product type: Textured Coating 1 
Asbestos type(s): Chrysotile 1 
Surface treatment: Sealed 1 
Extent of damage / 
deterioration: 


Low Damage 1 


Material Assessment Score: 4 
Potential to release asbestos fibres: VERY LOW 


 
Priority Assessment Algorithm 


Assessment Factor Variable(s) selected Score  Overall 
Score 


Normal occupant activity    
Main type of activity in area: Low disturbance activities 1 1 
Likelihood of disturbance    
Location: Rooms up to 100m² 2  
Accessibility: Unlikely to be disturbed 0 Average
Extent / amount: <10m² 1 =1 
Human exposure potential    
Number of occupants: None 0  
Frequency of use of area: Daily 3 Average
Average time area is in use: > 6 hours 3 =2 
Maintenance activity    
Type of maintenance activity: Low disturbance 1 Average
Frequency of maintenance 
activity: 


< 1 per year 1 =1 


Total Priority Assessment Score: 5 
Total of Material & Priority Assessment Scores: 9 


Overall Risk Rating: LOW 
 


Recommended Asbestos Management Option: Action Taken: 


 
Manage in situ. 
Inspect condition of ACM every 6 months.  
LCC Asbestos Project Manager to inspect ACM 
every 12 months. 
 


 
Warning labels applied. 
Last inspected 25/02/2021. 
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Report Reference No: *******/AMP/02/2021 


Asbestos Containing Material 
Reference No. ACM 9 


 
Material description: 
Textured coating to ceiling 


Location(s): 
Block 01, Room 27 FWC 


Date material 
sampled: 


27th October 2011 


Report 
reference: 


BESA Asbestos 
Management 
Survey BSM043 


 
Material Risk Assessment Algorithm Score 


Product type: Textured Coating 1 
Asbestos type(s): Chrysotile 1 
Surface treatment: Sealed 1 
Extent of damage / 
deterioration: 


Low Damage 1 


Material Assessment Score: 4 
Potential to release asbestos fibres: VERY LOW 


 
Priority Assessment Algorithm 


Assessment Factor Variable(s) selected Score  Overall 
Score 


Normal occupant activity    
Main type of activity in area: Low disturbance activities 1 1 
Likelihood of disturbance    
Location: Rooms up to 100m² 2  
Accessibility: Unlikely to be disturbed 0 Average
Extent / amount: <10m² 1 =1 
Human exposure potential    
Number of occupants: None 0  
Frequency of use of area: Daily 3 Average
Average time area is in use: > 6 hours 3 =2 
Maintenance activity    
Type of maintenance activity: Low disturbance 1 Average
Frequency of maintenance 
activity: 


< 1 per year 1 =1 


Total Priority Assessment Score: 5 
Total of Material & Priority Assessment Scores: 9 


Overall Risk Rating: LOW 
 


Recommended Asbestos Management Option: Action Taken: 


 
Manage in situ. 
Inspect condition of ACM every 6 months.  
LCC Asbestos Project Manager to inspect ACM 
every 12 months. 
 


 
Warning labels applied. 
Last inspected 25/02/2021. 
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Report Reference No: *******/AMP/02/2021 


Asbestos Containing Material 
Reference No. ACM 10 


 
Material description: 
Textured coating to ceiling 


Location(s): 
Block 01, Room 28 MWC 


Date material 
sampled: 


27th October 2011 


Report 
reference: 


BESA Asbestos 
Management 
Survey BSM043 


 
Material Risk Assessment Algorithm Score 


Product type: Textured Coating 1 
Asbestos type(s): Chrysotile 1 
Surface treatment: Sealed 1 
Extent of damage / 
deterioration: 


Low Damage 1 


Material Assessment Score: 4 
Potential to release asbestos fibres: VERY LOW 


 
Priority Assessment Algorithm 


Assessment Factor Variable(s) selected Score  Overall 
Score 


Normal occupant activity    
Main type of activity in area: Low disturbance activities 1 1 
Likelihood of disturbance    
Location: Rooms up to 100m² 2  
Accessibility: Unlikely to be disturbed 0 Average
Extent / amount: <10m² 1 =1 
Human exposure potential    
Number of occupants: None 0  
Frequency of use of area: Daily 3 Average
Average time area is in use: > 6 hours 3 =2 
Maintenance activity    
Type of maintenance activity: Low disturbance 1 Average
Frequency of maintenance 
activity: 


< 1 per year 1 =1 


Total Priority Assessment Score: 5 
Total of Material & Priority Assessment Scores: 9 


Overall Risk Rating: LOW 
 


Recommended Asbestos Management Option: Action Taken: 


 
Manage in situ. 
Inspect condition of ACM every 6 months.  
LCC Asbestos Project Manager to inspect ACM 
every 12 months. 
 


 
Warning labels applied. 
Last inspected 25/02/2021. 
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Report Reference No: *******/AMP/02/2021 


Asbestos Containing Material 
Reference No. ACM 11 


 
Material description: 
Textured coating to ceiling 


Location(s): 
Block 01, Room 29 Head 


Date material 
sampled: 


27th October 2011 


Report 
reference: 


BESA Asbestos 
Management 
Survey BSM043 


 
Material Risk Assessment Algorithm Score 


Product type: Textured Coating 1 
Asbestos type(s): Chrysotile 1 
Surface treatment: Sealed 1 
Extent of damage / 
deterioration: 


Low Damage 1 


Material Assessment Score: 4 
Potential to release asbestos fibres: VERY LOW 


 
Priority Assessment Algorithm 


Assessment Factor Variable(s) selected Score  Overall 
Score 


Normal occupant activity    
Main type of activity in area: Low disturbance activities 1 1 
Likelihood of disturbance    
Location: Rooms up to 100m² 2  
Accessibility: Unlikely to be disturbed 0 Average
Extent / amount: <10m² 1 =1 
Human exposure potential    
Number of occupants: 1 to 3 1  
Frequency of use of area: Daily 3 Average
Average time area is in use: > 6 hours 3 =2 
Maintenance activity    
Type of maintenance activity: Low disturbance 1 Average
Frequency of maintenance 
activity: 


< 1 per year 1 =1 


Total Priority Assessment Score: 5 
Total of Material & Priority Assessment Scores: 9 


Overall Risk Rating: LOW 
 


Recommended Asbestos Management Option: Action Taken: 


 
Manage in situ. 
Inspect condition of ACM every 6 months.  
LCC Asbestos Project Manager to inspect ACM 
every 12 months. 
 


 
Warning labels applied. 
Last inspected 25/02/2021. 
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Report Reference No: *******/AMP/02/2021 


Asbestos Containing Material 
Reference No. ACM 12 


 
Material description: 
Textured coating to ceiling 


Location(s): 
Block 01, Room 30 Office  
(Formerly Room 30 Admin) 


Date material 
sampled: 


27th October 2011 


Report 
reference: 


BESA Asbestos 
Management 
Survey BSM043 


 
Material Risk Assessment Algorithm Score 


Product type: Textured Coating 1 
Asbestos type(s): Chrysotile 1 
Surface treatment: Sealed 1 
Extent of damage / 
deterioration: 


Low damage 1 


Material Assessment Score: 4 
Potential to release asbestos fibres: VERY LOW 


 
Priority Assessment Algorithm 


Assessment Factor Variable(s) selected Score  Overall 
Score 


Normal occupant activity    
Main type of activity in area: Low disturbance activities 1 1 
Likelihood of disturbance    
Location: Rooms up to 100m² 2  
Accessibility: Unlikely to be disturbed 0 Average
Extent / amount: <10m² 1 =1 
Human exposure potential    
Number of occupants: 1 to 3 1  
Frequency of use of area: Daily 3 Average
Average time area is in use: > 6 hours 3 =2 
Maintenance activity    
Type of maintenance activity: Low disturbance 1 Average
Frequency of maintenance 
activity: 


< 1 per year 1 =1 


Total Priority Assessment Score: 5 
Total of Material & Priority Assessment Scores: 9 


Overall Risk Rating: LOW 
 


Recommended Asbestos Management Option: Action Taken: 


 
Manage in situ. 
Inspect condition of ACM every 6 months.  
LCC Asbestos Project Manager to inspect ACM 
every 12 months. 
 


 
Warning labels applied. 
Last inspected 25/02/2021. 







Example LCC Community Primary School                                     Asbestos Management Plan 


Report Reference No: *******/AMP/02/2021 


Asbestos Containing Material 
Reference No. ACM 13 


 
Material description: 
Brown vinyl floor tiles 


Location(s): 
Block 01, Room 38 Store 


Date material 
sampled: 


27th October 2011 


Report 
reference: 


BESA Asbestos 
Management 
Survey BSM043 


 
Material Risk Assessment Algorithm Score 


Product type: Asbestos Reinforced Composite 1 
Asbestos type(s): Chrysotile 1 
Surface treatment: Composite Material 0 
Extent of damage / 
deterioration: 


Low Damage 1 


Material Assessment Score: 3 
Potential to release asbestos fibres: VERY LOW 


 
Priority Assessment Algorithm 


Assessment Factor Variable(s) selected Score  Overall 
Score 


Normal occupant activity    
Main type of activity in area: Low disturbance activities 1 1 
Likelihood of disturbance    
Location: Rooms up to 100m² 2  
Accessibility: Unlikely to be disturbed 0 Average
Extent / amount: <10m² 1 =1 
Human exposure potential    
Number of occupants: None 0  
Frequency of use of area: Daily 3 Average
Average time area is in use: > 6 hours 3 =2 
Maintenance activity    
Type of maintenance activity: Minor disturbance 0 Average
Frequency of maintenance 
activity: 


ACM unlikely to be disturbed for 
maintenance 


0 =0 


Total Priority Assessment Score: 4 
Total of Material & Priority Assessment Scores: 7 


Overall Risk Rating: LOW 
 


Recommended Asbestos Management Option: Action Taken: 


 
Manage in situ. 
Inspect condition of ACM every 6 months.  
LCC Asbestos Project Manager to inspect ACM 
every 12 months. 
 


 
Last inspected 20/04/2016. 
Removed by BESA Group Ltd 
August 2016. 
 


 







Example LCC Community Primary School                                     Asbestos Management Plan 


Report Reference No: *******/AMP/02/2021 


Asbestos Containing Material 
Reference No. ACM 14 


 
Material description: 
Brown vinyl floor tiles 


Location(s): 
Block 01, Room 37 Ctkr 


Date material 
sampled: 


27th October 2011 


Report 
reference: 


BESA Asbestos 
Management 
Survey BSM043 


 
Material Risk Assessment Algorithm Score 


Product type: Asbestos Reinforced Composite  1 
Asbestos type(s): Chrysotile 1 
Surface treatment: Composite Material 0 
Extent of damage / 
deterioration: 


Low Damage 1 


Material Assessment Score: 3 
Potential to release asbestos fibres: VERY LOW 


 
Priority Assessment Algorithm 


Assessment Factor Variable(s) selected Score  Overall 
Score 


Normal occupant activity    
Main type of activity in area: Low disturbance activities 1 1 
Likelihood of disturbance    
Location: Rooms up to 100m² 2  
Accessibility: Unlikely to be disturbed 0 Average
Extent / amount: <10m² 1 =1 
Human exposure potential    
Number of occupants: None 0  
Frequency of use of area: Daily 3 Average
Average time area is in use: > 6 hours 3 =2 
Maintenance activity    
Type of maintenance activity: Minor disturbance 0 Average
Frequency of maintenance 
activity: 


ACM unlikely to be disturbed for 
maintenance 


0 =0 


Total Priority Assessment Score: 4 
Total of Material & Priority Assessment Scores: 7 


Overall Risk Rating: LOW 
 


Recommended Asbestos Management Option: Action Taken: 


 
Manage in situ. 
Inspect condition of ACM every 6 months.  
LCC Asbestos Project Manager to inspect ACM 
every 12 months. 
 


 
Last inspected 20/04/2016. 
Removed by BESA Group Ltd 
August 2016. 
 


 







Example LCC Community Primary School                                     Asbestos Management Plan 


Report Reference No: *******/AMP/02/2021 


Asbestos Containing Material 
Reference No. ACM 15 


 
Material description: 
Vinyl floor tiles beneath carpet 


Location(s): 
Block 01, Room 32 Anc 


Date material 
sampled: 


27th October 2011 


Report 
reference: 


BESA Asbestos 
Management 
Survey BSM043 


 


Material Risk Assessment Algorithm Score 
Product type: Asbestos Reinforced Composite 1 
Asbestos type(s): Chrysotile 1 
Surface treatment: Composite Material 0 
Extent of damage / 
deterioration: 


Low Damage 1 


Material Assessment Score: 3 
Potential to release asbestos fibres: VERY LOW 


 


Priority Assessment Algorithm 
Assessment Factor Variable(s) selected Score  Overall 


Score 
Normal occupant activity    
Main type of activity in area: Low disturbance activities 1 1 
Likelihood of disturbance    
Location: Rooms up to 100m² 2  
Accessibility: Unlikely to be disturbed 0 Average
Extent / amount: 14m² 2 =1 
Human exposure potential    
Number of occupants: None 0  
Frequency of use of area: Daily 3 Average
Average time area is in use: > 6 hours 3 =2 
Maintenance activity    
Type of maintenance activity: Minor disturbance 0 Average
Frequency of maintenance 
activity: 


ACM unlikely to be disturbed for 
maintenance 


0 =0 


Total Priority Assessment Score: 4 
Total of Material & Priority Assessment Scores: 7 


Overall Risk Rating: LOW 
 


Recommended Asbestos Management Option: Action Taken: 


 
Manage in situ. 
Inspect condition of ACM every 6 months.  
LCC Asbestos Project Manager to inspect ACM 
every 12 months. 
 


 
Last inspected 25/02/2021. 


 







 


 


 


 


 


APPENDIX 2 


SITE DIAGRAMS 


 


Please note the following: 
 
 
1 The location and extent of the ACMs identified in these premises during 


the last site inspection are shown by the colour coding and labelling on 
these site diagrams. 







Report 
Reference No: 


 


*********/AMP/02/2021  
 
 
 
 
 


 
 


 
 


 


Client: Lincolnshire 
County Council 


 
Site Address: ************* 


Community 
Primary School 


 
Block / Area: 01 


 
Floor: Ground 


Room: N / A 


Surveyors: Matt Tindall 


Date of 
Inspection: 


25th February 2021 


Key: 
 


 Loose Asbestos Insulation / Sprayed 
Coatings / Thermal Insulation 


 Asbestos Insulating Board / 
Millboard 


 Asbestos Textile Products / 
Asbestos Gaskets / Asbestos Paper 


 Asbestos Cement  
 


 Textured Coating 
 


 Floor Coverings 
 


 Asbestos Reinforced Composite 
Products / Bitumen Products 


 


 
 


 
 


ACM 9  ACM 7 
Removed 
February 


2018 


ACM 10  


ACM 11  


ACM 12  


ACM 8  


ACM 3 


ACM 2  


ACM 13  
Removed 


August 2016 


ACM 15  
ACM 4  


ACM 14  
Removed 


August 2016 


ACM 6 
Removed  
May 2015  


ACM 1 
Removed 
February 


2018 


ACM 5  
Removed 


August 2016 







Report 
Reference No: 


 


*********/AMP/02/2021  
 
 
 
 


 
 


 
 


 


 
 


 
 
 
 
 
 


 


Client: Lincolnshire 
County Council 


 
Site Address: ************* 


Community 
Primary School 


 
Block / Area: 01 


External Stores 
Floor: Ground 


Room: N / A 


Surveyors: Matt Tindall 


Date of 
Inspection: 


25th February 2021 


Key: 
 


 Loose Asbestos Insulation / Sprayed 
Coatings / Thermal Insulation 


 Asbestos Insulating Board / 
Millboard 


 Asbestos Textile Products / 
Asbestos Gaskets / Asbestos Paper 


 Asbestos Cement  
 


 Textured Coating 
 


 Floor Coverings 
 


 Asbestos Reinforced Composite 
Products / Bitumen Products 


 


 


 







Report 
Reference No: 


 


*********/AMP/02/2021  
 


 
 


Client: Lincolnshire 
County Council 


 
Site Address: ************* 


Community 
Primary School 


 
Block / Area: 02 


 
Floor: Ground 


Room: N / A 


Surveyors: Matt Tindall 


Date of 
Inspection: 


25th February 2021 


Key: 
 


 Loose Asbestos Insulation / Sprayed 
Coatings / Thermal Insulation 


 Asbestos Insulating Board / 
Millboard 


 Asbestos Textile Products / 
Asbestos Gaskets / Asbestos Paper 


 Asbestos Cement  
 


 Textured Coating 
 


 Floor Coverings 
 


 Asbestos Reinforced Composite 
Products / Bitumen Products 


 


 
 


 
 







Report 
Reference No: 


 


*********/AMP/02/2021  
 


 
 


Client: Lincolnshire 
County Council 


 
Site Address: ************* 


Community 
Primary School 


 
Block / Area: 03 


 
Floor: Ground 


Room: N / A 


Surveyors: Matt Tindall 


Date of 
Inspection: 


25th February 2021 


Key: 
 


 Loose Asbestos Insulation / Sprayed 
Coatings / Thermal Insulation 


 Asbestos Insulating Board / 
Millboard 


 Asbestos Textile Products / 
Asbestos Gaskets / Asbestos Paper  


 Asbestos Cement  
 


 Textured Coating 
 


 Floor Coverings 
 


 Asbestos Reinforced Composite 
Products / Bitumen Products 


 


 
 
 


 







Report 
Reference No: 


 


*********/AMP/02/2021  
 
 
 


 


Client: Lincolnshire 
County Council 


 
Site Address: ************* 


Community 
Primary School 


 
Block / Area: N / A 


 
Floor: N / A 


 
Room: N / A 


Surveyors: Matt Tindall 


Date of 
Inspection: 


25th February 2021 


Key: 
 


 Loose Asbestos Insulation / Sprayed 
Coatings / Thermal Insulation 


 Asbestos Insulating Board / 
Millboard 


 Asbestos Textile Products / 
Asbestos Gaskets / Asbestos Paper 


 Asbestos Cement  
 


 Textured Coating 
 


 Floor Coverings 
 


 Asbestos Reinforced Composite 
Products / Bitumen Products 


 


 
 


 
 







 


 


 


 


 


APPENDIX 3 


ASBESTOS CONDITION MONITORING RECORD SHEET 


 


Please note that the condition of ACMs with a LOW or VERY LOW risk rating 
should be inspected every 6 months. 


The condition of ACMs with a MEDIUM risk rating                                               
should be inspected every 3 months. 







ASBESTOS CONDITION MONITORING RECORD SHEET 
 
Establishment: 
 


 
 
 
 


 
 


Date ACM      
Ref. No. 


Condition OK 


Yes / No* 


Any action                 
required / taken? 


Carried      
out by: 


     


     


     


     


     


     


     


     


     


     


     


     


     


 
*If No, state what action has been taken to rectify defects? 


 







 


 


 


 


 


APPENDIX 4 


CONTRACTOR’S RECORD SHEET 


 


Please note that by signing the sheet over the page                                 
you acknowledge that: 


 
 
1 You have understood the contents of this AMP and that your work will not 


disturb any identified ACMs.  Particular attention should have been paid 
to the following: 
 
 The survey data sheets in Appendix 1. 
 The colour coded site diagrams in Appendix 2. 
 The limitations of what areas of the building have been accessed as stated 


in Paragraph 2.2.2. 
 Sections 5 and 6 in the AMP.  


 
 


2 You have received asbestos awareness training. 
 
 


3 If during the course of your work you uncover an unidentified suspect 
asbestos containing material that you will stop work immediately and 
seek advice from the LCC Property Service Centre or the LCC Asbestos 
Project Manager, who will arrange for the suspect material to be inspected 
and tested for asbestos content using a competent asbestos surveyor. 







CONTRACTOR’S RECORD SHEET 
 
Establishment: 


 


 


 


 


 
 


Date Contractor Name Signature 
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